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VAPAHCS - PALO ALTO CAMPUS

3801 MIRANDA AVE, PALO ALTO, CA 94304

AMENDMENT 1 09.05.2014

640-13-134VA PALO ALTO B-100

CATH LAB RENOVATION

AND HYBRID OR

EP-103

LTA08.22.2014

PHASE 3 - CATH LAB POWER

PLAN

FINAL BID DOCUMENTS

Checker

KEY NOTES:

SHEET NOTES:

1. IMAGING ROOM LAYOUT AND
REQUIREMENTS ARE BASED ON THE
VENDOR'S DRAWINGS. CONTRACTOR
SHALL VERIFY EQUIPMENT LAYOUT
AND REQUIREMENTS PRIOR TO
INSTALLATION.

2. COORDINATE ALL DEVICES AND
EQUIPMENT LOCATION WITH THE
ARCHITECTURAL DRAWINGS PRIOR TO
INSTALLATION.

3. REUSED EXISTING CIRCUIT OF DEMO
VAV BOX FOR CONNECTION TO NEW
VAV BOX. SEE MECHANICAL SHEET
MD102 AND M102 FOR LOCATION OF
DEMO AND NEW VAV BOX AS
REQUIRED.

1 SHUNT TRIP BREAKER FOR
CONNECTION TO MEDICAL
EQUIPMENT. REFER TO
MANUFACTURER'S SHOP DRAWINGS
AND COORDINATE INSTALLATION
WITH EQUIPMENT PROVIDER.

2 NOT USED.

3 JUNCTION BOX FOR CONNECTION TO
LIGHT BOOM.

4 JUNCTION BOX FOR CONNECTION TO
EQUIPMENT BOOM.

5 JUNCTION BOX FOR CONNECTION TO
MONITOR BOOM.

6 JUNCTION BOX FOR CONNECTION TO
MOTORIZED DOORS.

7 NOT USED.

8 NOT USED.

10 JUNCTION BOX FOR CONNECTION TO
MOTOR/BRAKE OF EQUIP BOOM.

11 CONNECT EMERGENCY POWER OFF
PUSH BUTTON TO CONTROL WIRING
TO X-RAY MACHINE

12 CONNECT TO MEDICAL GAS ALARM
PANEL . SEE ARCHITECTURAL AND
PLUMBING DRAWINGS FOR EXACT
LOCATION AND MOUNTING HEIGHT.
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